From October to November 2004, and from July to September 2005, a survey of 55 plants was conducted in five District Municipalities (Cacadu, Chris Hani, Amathola, Ukhahlamba and O.R. Tambo) of the Eastern Cape Province, with the aim of examining the disinfection practices used in small rural systems of the Eastern Cape and their effect on the quality of drinking water they supply to the communities.
Introduction
Access to safe drinking water is a fundamental human need and therefore, a basic right. Contaminated water jeopardises both the physical and social health of all people and it is an affront to human dignity (WHO, 2003) . The Water Decade has been preoccupied with construction and expansion of supplies and it is only in the latter part of the decade that more attention is being given to the investigation, protection and control of the installations, which supply drinking water Lloyd and Bartrams (1991) .The fundamental responsibility of a public water supply is to provide safe drinking water that is adequate in quantity and acceptable quality to each consumer.
Prior to 1994, an estimated 30 to 40% of South Africa's population (approximately 14 to 18 m. people) was without adequate water supply services. As of 2004, 10m. people have been supplied with drinking water. However, despite the significant improvements made by government in water services provision, some 5 m. people are still obtaining water from rivers and springs Kasrils (2004) . While the South African government implemented many rural water supply schemes under the National Reconstruction and Development Programme, where rural water supply existed, drinking water is often of poor quality and considered unsafe.
Studies have shown that the majority of small water works in South Africa have difficulty in providing adequate treatment and disinfection with the result that consumers are at risk of waterborne diseases even from treated water supplies Mackintosh and Colvin (2002) ; ; Swartz (2000) . The Eastern region of the Eastern Cape features various nodes where water resources combine with a well-developed system of purification plants and bulk water supply networks. These allow for provision of water services of a standard contrasts with that in the province's rural territories, where water treatment and supply facilities remain underdeveloped. Many rural settlements currently have only rudimentary water supply facilities or have access to potable water supply that falls below the minimum quality or quantity standards set by the government Beyl and Associates (2003/2004) . Small communities face the greatest difficulty in supplying water of adequate quality and quantity because they have small customer bases and therefore often lack the revenues needed to hire experienced managers and to maintain and upgrade their water supply facilities. ruptions in water service due to inadequate management as well as violations of drinking water standards are problems for some of these systems. Although the problems of supplying drinking water through individually operated small water systems have long been known, the number of small water systems continued to increase. In this paper, we report the microbiological and physicochemical qualities of the small water supply systems in the Eastern Cape Province of South Africa, their compliance to the drinking water standards and the likely status of their quality management based on the visitations made to 55 small water treatment plants in the Amatole, Cacadu, Ukhahlamba, Chris Hani and OR Tambo District Municipality and literature review.
Methodology Water quality variables
The water quality parameters used to measure the environmental health risk during this study were: the SABS (2001) and the South African Water Quality Guidelines (DWAF, 1996) .
Description of survey area
Eastern Cape is the second poorest province in South Africa with restricted resources, forced settlement, lack of democratic control of development and poor education, and its population is largely non-urban, poor, and with an inadequate water-supply infrastructure (CSS, 1998; Mey, 1998) It is the second largest of the nine provinces in South Africa and comprises forty six Municipalities. The study was conducted in 55 plants located in Cacadu, Chris Hani, Amatole, Ukhahlamba and OR Tambo District Municipalities of the Eastern Cape Province of South Africa (Table 1) .
Assessment of operational status of the plants
The general operational status of the plants visited were assessed with particular emphasis on the water abstraction source, treatment processes in place, and other non-technical issues related to the plants operations such as personnel and capacity building.
Water quality analysis
Plant managers and operators were interviewed to obtain information on the operation and maintenance of the plants and the various disinfection practices in each plant were surveyed. A mobile laboratory containing all necessary equipment (membrane filtration unit, a vacuum pump, kettles, small ovens, portable incubators, sterile Petri dishes containing selective cultural media, sterile membrane filters, pH meter, thermometer, turbidity meter, chlorine meter, conductivity meter, etc.) was used for on-site analysis of water quality. Raw water and treated water in the plants and at the point of end users (distribution system) were collected for physicochemical and microbiological analyses.
Samples for microbiological analysis were aseptically collected into sterile bottles (bottles for disinfected water samples contained 17.5 mg/ℓ sodium thiosulphate). Microbiological analysis was limited to total and faecal coliforms. The membrane filtration technique, chromocult coliform agar (Merck), M-Endo agar Les (BioLab) and M-FC agar (BioLab) were used for the enumeration of coliforms. Water samples were analysed for these micro-organisms using internationally accepted techniques and principles.
Water samples for the physicochemical analyses were collected in thoroughly cleaned non-sterile bottles. The chlorine residual, pH, temperature and turbidity were measured using a multi-parameter ion specific meter (Hanna_BDH laboratory supplies), a thermometer and a microprocessor turbidity meter (HACH company, model 2100P) respectively. Conductivity was determined using a conductivity meter (CRISON CM35, Crison instrument).
The physicochemical and microbiological water quality parameters were then compared to the standards set by the SABS (2001) and DWAF Water Quality Guidelines for Domestic Use (DWAF, 1996) .
Identification of coliform isolates
After counting bacterial colonies, plates were selected for identification of bacterial isolates. Bacterial colonies differing in size, shape and colour were randomly selected from the different plates and further isolated on MacConkey agar (Merck) by streak plate technique and incubated at 37°C for 24 h. These isolates were further purified by the same method at least three times using nutrient agar (BioLab). Oxidase tests were then done on those colonies that were Gram negative. The API 20 E kit was used for the oxidase-negative colonies and the strips were incubated at 35°C for 24 h. The strips were then read and the final identification was done using API LAB PLUS computer software (BioMérieux).
Statistical analysis
The statistical analysis was done in two parts, namely exploratory and confirmatory analyses. Treatment means plots were 
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used in the graphical exploratory analysis and tests of significance formed the confirmatory analysis. Pearson's correlation analysis was used for testing for the linear association between pairs of the variables chlorine, log total coliform counts and log faecal counts. A follow up linear regression analysis was used to determine the pattern of relationship between the coliform counts as responses and residual chlorine as the predictor. To test if residual chlorine and log coliform counts depended on municipality and sampling point as explanatory variable, a twoway analysis of variance was used. All tests were carried out at a 5% level of significance.
Results and discussion

Summary of key issues identified from the survey
Majority of the plants surveyed were owned by the district municipalities. However, some of the plants were either owned by Department of Water Affairs and Forestry (DWAF), Department of Health or by Water Board. Several supervisors/local officials commented that the centralisation of authority with the district municipalities created some difficulties for them as the district municipalities tended to respond too slowly to problems arising at plants, which are generally located at considerable distances from the district offices. The takeover of local municipalities by district municipalities appeared to have negatively impacted operators' wages in some cases. We observed that the majority (86%) of the visited plants were treating surface water while 7% of the plants were abstracting their water from groundwater sources and another 7% were abstracting water from both sources. Conventional water treatment processes such as coagulation, flocculation, sedimentation, filtration and chlorination are mostly in use, although one desalination plant was also visited. Few plants were still using alum and lime (21%) for coagulation but most appear to be switching to some forms of polymeric coagulant (77%) (such as Sudfloc, Ultrafloc, Ferrifloc, Primco, Profloc, M7005, Zeta floc, Polyfloc, P101) and powdered activated carbon (2%). Coagulant doses were adjusted manually, usually based on the appearance of the floc and sometimes on the taste of the water in case of alum. While chlorine (54% chlorine gas, 33% HTH and 9% hypochlorite-liquid) remained the most common disinfectant used, 2% of the plants used ozone (as a post-disinfectant) and 2% of the plant used bromine. In all cases chlorine doses were manually set. Operators often reported that they increased chlorine doses when the raw water turbidity increased after heavy rains even if they were unable to measure the finished water turbidity or the chlorine residual. Where chlorine residuals were measured, supervisors often believed that a chlorine residual of 0.1 mg/ℓ in the finished water was adequate.
It was generally very difficult to find some of the data required in the surveys. This was primarily due to the lack of operation and maintenance manuals as well as the lack of standard operating procedures. Procurement of chemicals was reported to be a major problem, especially in the outlying areas. Maintenance of equipment often resulted in premature failure of equipment.
The worst technical problems encountered tended to be at newly commissioned (11% of the plants surveyed) or upgraded (36.4% of the plants surveyed) plants where properly trained operators had yet to be appointed or where the existing staff did not know how to use the upgraded systems or why certain modifications to the treatment process were being made. Operators were devoid of the required technical knowledge such as flow rate and chemical dosing to effectively execute their duties. Lack of communication between consultants, operators and municipal officials on technical issues relating to plant operation appeared to be a major problem in small rural water supplies in the Eastern Cape Province. Table 2 summarises some non-technical issues impacted negatively on the quality of drinking water services delivery. While most of the operators have over 11 years of working experience at the plant, they are nevertheless poorly educated (<Std 8), with only 18.3% having post-matric qualifications. The implications of these trends are enormous because they typify the shortcomings and potential dangers in the water delivery system due to lack of appropriate qualification and training. The in-service training component is exemplified by the fact that in all the small water treatment plants studied in the Eastern Cape Province, about 7 to 64% of the operators had not undergone relevant and appropriate training to enable them acquire technical skills for the job (Table 2) .
Also, approximately half of the operators earn between R3 000 and R4 000/month, and less than 9% earn over R5 000/ month. In the wake of inflation, a salary range of between R1 000 and R2 000 for a staff member with over 10 years of working experience on the same job may not be adequate. Further salary increases are contingent on additional education attainments but this is apparently unattainable because job entry qualifications were rudimentary and current schemes for upward educational mobility or in-service capacitation are either nonexistent or not implemented in some of the small water treatment plants visited across the province. This creates a situation of frustration and burnout due to lack of relevant education, training, skills development and performance of routine duties over years and poor incentives.
Physicochemical water quality data
The physicochemical qualities of the water samples are summarised in Table 3 . Generally, temperature was within recommended limits for no risk (SABS class 0 standards) except for two plants at OR Tambo municipality (Umzimvubu and Bulolo), and one at Chris Hani Municipality (All Saints) where tempera- ture over 25°C where observed. Temperature has a marked influence on the chemical and biochemical reactions that occur in water bodies. High temperature for instance, increases the toxicity of many substances such as heavy metals and pesticides. It also increases the sensitivity of living organisms to toxic substances (Dojlido and Best, 1993) . Conductivities of the treated water at the plants and at the points of end users were generally within the recommended limits for all the sites except for Somerset East, Cookhouse and Pearston plants in Cacadu Municipality which had a conductivity of 76.9, 96.6 and 172.6 respectively at the point of end users. Also, turbidity values for treated water for the five districts fall within Class 2 level (Fig. 1) , but in Cacadu, Amatole and Chris Hani District Municipality some of the plants fall within Class 1 level. Fifty five percent of the plants were within the acceptable SABS limits while the other 45% showed high turbidity values. Turbidity is caused by the presence of suspended matter, which usually consists of a mixture of inorganic matter, such as clay and soil particles, and organic matter. The latter can include both living matter (such as micro-organisms) and non-living matter . The variety of sources, character and size of suspended solids means that the measurement of turbidity gives only an indication of the extent of pollution. High turbidity therefore indicates the presence of organic suspended material, which promotes the growth of micro-organisms.
Microbiological quality and chlorine residual profile
The total coliform and faecal coliform densities of the treated water samples from the plants and the distribution systems revealed that most of the plants fell short of the compliance standards recommended by SABS-241 (9) and DWAF(10). Only 49% and 30% of the plants produced drinking water that complied with the South African recommended limits in terms of total and faecal coliforms at the point of treatment, respectively. Although some plants had low coliform numbers at the point of treatment, bacterial re-growth occurred in the distribution system thereby compromising the quality of the drinking water at the point of use. Consequently, only 28% of the plants fell within the recommended limits in terms of both total and faecal coliforms at the point of use. The total coliform counts were up to 240 cfu/100 mℓ at the point of treatment and up to 223 cfu/100 mℓ at the point of use while the faecal coliform counts were up to 25 cfu/100 mℓ and up to 98 cfu/ 100 mℓ at the point of treatment and at the point of use respectively. Cacadu district Municipality had the highest number of non-compliant plants followed by Amatole, OR Tambo, Chris Hani and Ukhahlamba District Municipalities in terms of total coliforms (Fig. 2) .
Chlorine residuals of between 0.07 and 3.16 and between 0.01 and 1.51 were observed at the point of treatment and in the distribution system, respectively, in all the plants (Table  4) . No chlorine residual was observed in the water collected from Dordrecht Water Treatment Plant in the Chris Hani District Municipality. Negative correlations were recorded between chlorine and the total and faecal coliform counts. 
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This means that an increase in the amount of free chlorine residual resulted in a decrease in the numbers of total and faecal coliforms with respective correlations of -0.3595 and -0.2271. While these correlations were not very high, they were statistically significant with p-values less than 0.05. It is also important to note that coliform counts depended significantly on the concentration of free chlorine in the water. Specifically, an increase of 1 mg/ℓ in free chlorine resulted in a decrease of about 0.36 and 0.18 in the mean total coliform and faecal coliform counts respectively. In contrary, if no free chlorine was observed in treated drinking water, the mean total and faecal coliform counts would be expected to be 1.52 and 0.69 respectively. Previous studies have shown that the presence of disinfectant is crucial to water distribution security, providing a front-line defence against microbial contamination WRC (1993); Grabow (1996) . Interestingly, however, bacterial counts were still high even in most plants with recommended residual chlorine.
To test the effect of various municipalities, sampling points and their interaction on amounts of chlorine used in drinking water treatment plants, an ANOVA was used. According to this analysis there was a significant effect of the predictors on the amount of chlorine in this province with model F=2.01 and p<0.048. As to coliform counts, ANOVA revealed no statistically significant difference. This means that the variables in the model do not have significant combined effect on coliform counts. In fact, these variables together explain only 17.3% of the variability in total coliform counts only. When considering the individual effects, total coliform counts depended on municipality with F=3.28 and p=0.0151. Figure 4 summarises the interaction between the concentrations of chlorine residual and total and faecal coliforms in various district municipalities.
Identification of bacteria isolates
A total of 26 bacterial species and potential opportunistic human pathogens belonging to thirteen genera were variously identified in all the samples (Table 5) . OR Tambo Municipality had a full compliment of all isolates identified, while 20 species were identified in Amatole and Ukhahlamba Municipalities, and in Cacadu and Chris Hani 14 and 19 species were identified respectively. Most of these isolates are enteric bacteria, and are the causative agents of infectious water-related diseases, which are the major cause of morbidity and mortality worldwide. A common denominator to the poor water quality results observed above is the lack of regular assessment/management of water quality, including source protection, optimisation of water treatment, monitoring and maintenance. In this study we discovered that most of the systems that are managed by local municipalities encountered lots of problems including lack of understanding of legislative requirements, water quality standards/guidelines, requirements for effective monitoring, service delivery to smaller towns/communities is not as effective and efficient as that in the larger towns of the same local municipality, lack of communication between plant managers and operators, operators in some cases seem to be more knowledgeable than the supervisors, operators' level of education was very low and operators' wages also caused problems. 
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Conclusion
The provision of sustainable water to communities is presently a top priority of the South African constitution. However, in rural areas where water supply existed, drinking water quality is often poor and could not be considered safe. Although, chlorination in various forms is regarded as a reliable, cost-effective method for disinfecting water for drinking purposes, however, the application of chlorine present problems, especially in the above mentioned areas that we visited where the lack of sufficient expertise on dosing of chlorine was experienced. This study provides information on the failure of small water treatment plants in the Eastern Cape Province of South Africa to provide safe drinking water. To ensure sustainability of these systems, the important requirement is to ensure that the system is reliable; operators are well trained; communities are involved in the decision making; back-up systems are available; and that financial management is also well recognised.
